
 

 

 
ANSI/NFRC 400-2017 

 
AIR LEAKAGE PERFORMANCE TEST REPORT SUMMARY 

 
RENDERED TO: 

 
Kommerling USA, Inc. 

3415 Stanwood Boulevard, Building 1 
Huntsville, AL 35811 

 
PRODUCT TYPE:  Fixed Lite 

 

SERIES/MODEL:  “76MD” 
 
 

Title Summary of Results 

Total Air Leakage 0.61 L/sec (1.30 scfm) 

Extraneous (Tare) Air Leakage 0.57 L/sec (1.20 scfm) 

Net Specimen Air Leakage 0.05 L/sec (0.10 scfm) 

Air Leakage Rate 
0.1 L/(sec• m²) 

(0.01 scfm/ft²) Measured 
 
Test Completed:  11/20/18 
 
Reference must be made to NCTL Report Number NCTL-110-21224-1 dated 02/10/19 for complete test sample 
description and data. 
 
For National Certified Testing Laboratories  
 
Performed By: Reviewed By: 

 

 

 
Justin L. Bupp  Raymond W. Lamb, PE 
Laboratory Manager  Person In Responsible Charge 
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Report Number NCTL-110-21224-2 
 
Report Date 02/10/19 
 
Report To Kommerling USA, Inc. 

3415 Stanwood Boulevard, Building 1 
Huntsville, AL 35811 

 
Date Testing Started 11/20/18 
Date Testing Completed 11/20/18 
 
Specification   ANSI/ NFRC 400-2017 “Procedure for Determining Fenestration Product Air 

Leakage” 
 
Description of Sample Tested 
Note: All dimensions are in the order (Width x Height x Thickness) unless otherwise noted. 
 
Model/ Series “76MD” 
 
Configuration Fixed Lite 
 
Frame Size Overall 
 1200 mm x 1499 mm (47.25" x 59")  
 
Viewing Area 1048 mm x 1346 mm (41.25" x 53") 
 
Frame Type Extruded vinyl  
 
Joint Construction Frame 

 Mitered, welded  
 
Glazing Components 

Overall 30 mm (1.20") Nominal 
Glass Thickness (1) Lite of 6 mm (0.223") tempered glass to the exterior with (1) lite of laminate 

to the interior  
Coating A Vitro formerly Solarban “70XL Starphire” sputter-type low emissivity coating 

(e=0.018 per client) was applied to glazing surface no. 2. 
Laminated (2) Lites of 5 mm (0.180”) nominal annealed separated by a 2.29 mm (0.090”) 

“SentryGlas Plus” interlayer 
Spacer Type/ Size  13.39 mm (0.527") Aluminum spacer (Type A1-D) 
 Fill  Argon 90% single probe per client 
 
Glazing System Interior glazed with a silicone and bulb gasket back-bedding and a snap-in (2)-

leaf dual durometer rigid vinyl glazing bead. 
Weatherstrip No weatherseals employed 
 
Operating Hardware No operating hardware employed 
 
Auxiliary   No auxiliary items employed 
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Kommerling USA, Inc.  NCTL-110-21224-2 

 

Reinforcement  
Type U-shaped mill finish steel 
Thickness 2.03 mm (0.080") 
Location Frame perimeter secured with (4) screws at the head and sill, and (5) screws at 

the jambs 
 
Weep Description  

Size 25 mm (1") Wide by 4.57 mm (0.180") high 
Location 203 mm (8”) From each end and midspan of the sill 
 

Interior/ Exterior  
Surface Finish White vinyl (PVC) 
 
Sealant No apparent sealant applied 
 
Insect Screen No screen employed 
 
Nail Fin Not applicable/ No nail fin 
 
 
Test Results - ANSI/NFRC 400 
 
Paragraph Test 
4 Air Leakage Resistance 
  ASTM E283-04(12) 
  

 Air Infiltration at 75 Pa (1.6 psf) 
Air Temperature = 21.56 ºC  (70.8º F) 
Atmospheric Pressure = 762 mm Hg (30.0 ”Hg) 
Relative Humidity = 34 %  
Total Air Leakage = 0.61 L/sec (1.30 scfm) 
Extraneous (Tare) Air Leakage = 0.57 L/sec (1.20 scfm) 
Net Specimen Air Leakage = 0.05 L/sec (0.10 scfm) 
Air Leakage Rate = 0.1 L/(sec• m²)  
  = (0.01 scfm/ft²) measured 

 
 
The listed results were secured by using the designated test methods and were corrected to standard atmospheric 
conditions as required.  Any modifications necessary to achieve the listed results are listed in Appendix A to this 
report.  The airflow measuring equipment was calibrated using precision fixed orifice air flow plates attached to a 
48” x 72” calibration buck.  The most recent calibration of the equipment was completed within (6) months of the 
test date listed on the report and is verified on a monthly basis. 
 

 
 

This test report was prepared by National Certified Testing Laboratories (NCTL), for the exclusive use of the above 
named client.  The results are for the particular specimen tested and do not imply the quality of similar or identical 
products manufactured or installed from specifications identical to the tested product.  The test specimen was 
supplied to NCTL by the above named client.  NCTL is a testing lab and assumes that all information provided by 
the client is accurate and does not guarantee or warranty any product tested or installed.  All tests were conducted 
in compliance with the ANSI/NFRC 400 and ASTM E283 requirements.  This report may not be reproduced, 
except in full, without the written consent of NCTL.  
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Kommerling USA, Inc.  NCTL-110-21224-2 

 

Air Infiltration values included in this report are not meant to be used for NFRC labeling purposes. Official NFRC 
Rating values may be obtained by submitting this report to an NFRC Licensed Inspection Agency for certification 
purposes. Only those options identified on a valid Certificate of Authorization (CA) are to be used for labeling 
purposes.  An estimate of the experimental uncertainty for these results is available upon request. 
 
Detailed drawings were available for laboratory records and compared to the test specimen at the time of this report.  
A list of the component drawings reviewed for product verification is included as an appendix to this report.  A 
copy of this report along with representative sections of the test specimen will be retained by NCTL.  This report 
does not constitute certification or approval of the product, which may only be granted by a certification program 
validator or recognized approval entity.  All tests were conducted in compliance with the referenced specifications. 
 
National Certified Testing Laboratories  
  
Performed By: Reviewed By: 

 

 

 
Justin L. Bupp  Raymond W. Lamb, PE 
Laboratory Manager  Person In Responsible Charge 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
JLB/ dro
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Revision: 12/04/18  

APPENDIX A 
 

Section 1: 
Modifications to the Test Specimen to Achieve the Listed Results 

 
 

Any modifications (if applicable) are included in the test specimen description listed in this report. 
 
 

 
Section 2: 
 
Component Drawings, with Applicable Part Numbers, Manufacturing and Modeling Details, were Reviewed (as 

submitted) for Product Verification 
(Reference:  NCTL-110-21224-2) 

 
 

See Attached Documentation; 
any deviations noted. 

 
 

Note:  The above referenced component drawings along with representative sections of the test specimen will be retained 
per procedure by NCTL. This testing facility assumes that all information provided by the client is accurate. 

 
 
 

Section 3: 
 
Identification Date Page & Revision 
   
Original Issue 02/10/19 Not Applicable 
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A–38 Please see terms & conditions of sale.
Copyright © 2006 Allmetal, Inc.

IN MM IN MM IN MM
.014" [.36mm] Anodized Aluminum .246 6.25 .136 3.45 .014 .36
.016" [.41mm] Anodized Aluminum .250 6.35 .140 3.56 .016 .41
.016" [.41mm] Mill Finish Aluminum .250 6.35 .140 3.56 .016 .41

H Hs T
Material

Zippered
(all sizes)

 Perforated
(1/4" [6.5mm] and wider)

H
  Hs

.038
0.97

.032
0.80B

A

H
  Hs

.032
0.80

.038
0.97

B

A

16ß 16ß
R .005

0.13
4 PLCS

A/6

2*TT

R .005
0.13

4 PLCS

Coined
Serrations
(optional)

Coined
Serrations
(optional)

T

R     +T   .010
   [.25]
4 PLCS

R     +T   .010
   [.25]
4 PLCS

Notes:

1. Dimensions are in decimal inches; dimensions in [] brackets are in mm.

2. Available with serrations at no extra charge on inside of Aluminum spacer at

3.  Material tolerances can be found on Material Specifications Data page (ii).

4. Thermal properties can be found on Thermal Performance Data page (iii).

location indicated above; not recommended for spacer to be used for bending.

Tolerance: All dimensions .005 [.13 mm] unless otherwise specified.

Trimline LP250 Air Spacer

16° 16°
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Trimline LP250 Air Spacer Specifications
Aluminum: Clear Anodized, Color-In™ Anodized & Mill Finish

A–39Please see terms & conditions of sale.
Copyright © 2006 Allmetal, Inc.

1/4 .250 .110
9/32 .281 .141
5/16 .313 .173
3/8 .375 .235
7/16 .438 .298
15/32 .469 .329
1/2 .500 .360
9/16 .563 .423
5/8 .625 .485
21/32 .656 .516
11/16 .688 .548
3/4 .750 .610

8 .315 .175
9.5 .374 .234
11 .433 .293
12 .472 .332
14.5 .571 .431
16 .630 .490
17.5 .689 .549

Air Spacer
Width
Fractional

Decimal Equivalent

A B

Air Spacer
Width

Millimeter

Decimal Equivalent

A B
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